











. PWS_1380009_AC_20250916_Analysis Report
Environmental LCRA Envirommental Laboratory Services

35085 Montopolis Drive

Labqramry Austin, TX 78744
Services Phone (512)730-6022

Fax (512)730-6021

Client ID:  TX1380009 Date Collected:  09/16/2025 10:35 Drinking Water
LabiD: Q2537762013 Date Received: 09/17/2025 09:05 Sample Type: SAMPLE
Sample ID: 2506637 Location: FINISHED TAP
Project ID:  DRINKING WATER PROGRAM Facility: EP001

Sample Point: TRT-TAP

Parameter Resuits  Units MRL LOD MCL DF Prepared By Analyzed By aualifier

09/22/2025 13:49

09/22/2025 13:49

Vinyl acetate <5.00 ug/l 5.00 2.50 1 09/22/2025 13:49 09/22/2026 13:49

09/22/2025 13:49

2-Butanone

Tetrahydrofuran ugll. . . BC 08/22/2025 13:49 8c N

1,1-Dichloropropene
Dibromomethane 2 08/22/2025 13
cls-1,3-Dichloropropene

trans-1,3-Dichloropropene

Ibmmoohlommemana
o-Xylene <0.500 ug/t.
\sopropylbenzens (Cumene) <0.500 uglh.
<0.500 ug/l. i ‘ 5 ‘ ) 09/22/2025 13:49
mprylbenzen ] <0.500 ug{Li

1,35-Trimethylbenzene <0.500 ug/L 0.500 0.250 1 09/22/2026 13:49 BC 09/22/2025 13:48 BC N
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. PWS_1380008_AC_20250916_Analysis Report
Environmental

LCRA Environmental Laboratory Services

3505 Montopolis Drive

Labo_r atory Austin, TX 78744
Services Phone (512)730-6022

Fax (512)730-6021

Client ID:  TX138000¢ Date Collected:  09/18/2025 10:35 Matrix: Drinking Water
LabiD: Q2537762013 Date Received: 09/17/2025 09:05 Sample Type: SAMPLE
Sample ID: 2506637 Location:  FINISHED TAP
Project ID:  DRINKING WATER PROGRAM EPO01,
TRT-TAP

Parameter Results  Units MRL LOD MCL DF Prepared By Analyzed By  Quaiifier

Vinyt chlorida <0.500 ug/l 0500  0.250 2 1 B8C

Methylene chioride 09/22/2025 13:49 BC
R :

EsremEa

cls-1,2-Dichloroethene

09/22/2025 13:49
S

BC

09/22/2025 13:49

1,2-Dichloroprepane <0.500 ug/L 0500 0250 5 1 08/22/2025 13:49 BC 08/22/2025 13:49 BC

1,1,2-Trichloroethane <0.500 ug/L . 9 BC 09/22/2025 13:49 BC

Chlorebenzene <0.500 uglL 0.500 0.250 100 1 00/22/2025 13:49 BC 00/22/2025 13:49 BC

m,p-Xylene <0.500 ug/l 1.00 0.500 1 09/22/2025 13:49 BC 09/22/2025 13:49 BC

1,4-Dichlorobenzene <0.500 ug/t. 0.500 0.250 7 1 09/22/2025 13:49 BC 09/22/2025 13:49 BC

1,2,4-Trichlorobenzene ; <0.500 ug/L 0.500 0.250 70 1 00/22/2025 13:49 BC 08/22/2025 13:49 BC

Parameter Units Recovery Control Limits % Qualifier
1,2-Dichlorobenzene-d4 (S) % 97.0 70-130

Results  Units
<0.500 ug/l.

Prepared
09/22/2025 1349 BC

78y

Dichlarodifiuoromethane

Bromomethane <0.500 ug/l 0.500 0.250 1 09/22/2025 13:49 BC 09/22/2025 1

4-Chlorotoluene <0.500 ugll. 0500  0.250 1 09/22/2025 13:49 BC BC N
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. PWS_1380009_AC_20250916_Analysis Report
Environmental

LCRA Environmental Laboratory Services

Laboratory 3505 Montapols rkve
Services Phone (512)730-6022

uion iob Fax (512)730-6021

ClientJD:  TX1380009 Date Collected:  09/16/2025 10:35 Matrix:  Drinking Water
LabiD: Q2537762012 Date Received: 09/17/2025 09:05 Sample Type: SAMPLE
Sample ID: 2528993 Location: FINISHED TAP
Project ID: DRINKING WATER PROGRAM Facility: EP001

Sample Point: TRT-TAP

Parameter Results  Units MRL LOD MCL DF Prepared By Analyzed By  Qualifier
Cyanids, Total 0.0309 mgil 00200 000500 02 1 09/24/202517:00 MTH  00/29/202515:15 ML

. PWS_1380008_AC_20250916_Analysis Report
Environmental LCRA Environmental Laboratory Services
3505 Montopolis Drive
Labo.ramry Austin, TX 78744
TVICE Phone (512)730-6022
The Solution Lab Fax (512)730-6021

Client ID:  TX1380009 Date Collected:

09/16/2025 10:35 Matrix:  Drinking Water
LabID: Q2537762011 Date Received:  09/17/2025 09:05 Sample Type: SAMPLE
Sample ID: 2510354 Location: FINISHED TAP
Project ID: DRINKING WATER PROGRAM Facility: EP001

Sample Point: TRT-TAP

Parameter Results  Units MRL LOD MCL DF Prepared By Analyzed By  Qualifier
<05 uglL

Parameter Units Recovery Control Limits % Qualifier
1,3-Dimethyl-2-nitrobenzene (S) % 70-130
) o .

. 5
Pyrene-d10 (S) % 101.0 70-130




PWS_1380009_AC_20250916_Analysis Report

Engirmtgental LCRA Envimnment;l5 tgbﬁratory Services
apora ry ontopolis Drive
Services Phone (513)730.8022

Fax (512)730-6021

ClientiD:  TX1380009 Date Collected:  09/16/2025 10:35 Matrix: Drinking Water
LabiD: Q2537762011 Date Received:  09/17/2025 09:05 Sample Type: SAMPLE
Sample ID: 2510354 Location:  FINISHED TAP
Project ID: DRINKING WATER PROGRAM Facility: EP001

Sample Point: TRT-TAP

Parameter Resuits  Units MRL LOD MCL DF Prepared By Analyzed By  Qualifier
trans-Nonachlor-chlordane <0.1 ug/t 0.1 0.05 1 09/25/2025 08:22 APP 09/25/2025 18:08 FO N

Aldrin <0.1 ugll 0.1 0.05 1 09/25/2025 08:22 APP 09/25/2025 18:08 FO N
09/25/2025 08:22

Butachlor L A X 09/25/2025 08:22

gamma-Chiordane .1 ug/l

Heptachlor epoxide ug/l . 2

Hexachiorocyciopentadiene <0.1 ugl 0.1 0.05 50 1 09/25/2025 08:22 APP 09/25/2025 18:08 FO

Metolachior <0.1 uglt. 01 0.05 1 09/25/202508:22  APP 08/25/2025 18:08 FO N

09/26/2025 08:22

%Spike
Units Recovery Control Limits % Qualifier
1,3-Dimethyl-2-nitrobenzene (S) % 90.9 70-130

Pyrene-d10 (S) % 70-130




PWS_1380009_AC_20250916_Analysis Report

EIlViI‘OI]Inental LCRA Environmental Laboratory Sawiqss
Laboratory e
Services Phone (512)730-6022

Fax (512)730-6021

Client I TX1380008 Date Collected:  09/16/2025 10:35 Matrix: Drinking Water

Lab i Q2537762011 Date Received:  09/17/2025 09:05 Sample Type: SAMPLE
Sample i 2510354 Location: FINISHED TAP
Project ID:  DRINKING WATER PROGRAM Facility: EP001

Sample Point: TRT-TAP

Parameter Resuits  Unlts MRL LOD MCL DF Prepared By Analyzed By  Qualifier
Aroclor-1016 <0.07 ugll 0.10 1 09/25/2025 10:53 APP 09/30/2025 18:

Aroclor-1232 A X . 09/25/2025

Aroclor-1260 <0.1 uglt

%Spike
Recovery Controt Limits % Qualifier
70-130

Parameter Units
4,4"-Dibromobiphenyi (S)

89.6

Results  Units MRL LOD MCL DF Prepared By
Chlordane <0.1 ug/l 0.1 0.05 2 1 09/25/2025

%Spike
Parameter Units Recovery Control Limits % Qualifier
4,4"-Dibromobiphenyl (S) % 89.6 70-130

Parameter Resuits  Units MRL LOD MCL DF Prepared By Analyzed By - Qualifier
Benzo(a)pyrene <0.02 ug/l. 0.10 0.02 0.2 1 00/25/2025 08:22 APP 09/25/2025 18:08 FO

%Spike
Parameter Units Recovery Control Limits % Qualifier
1,3-Dimethyi-2-nitrobenzene (S) % 90.9 70-130

Pyrene-d10 (S) % 70-130
< - ——




. PWS_1380009_AC_20250916_Analysis Report
Environmental LCRA Environmental Laboratory Services
3505 Mantopolis Drive

Labqr atory Austin, TX 78744
Services Phone (512)730-6022
e Fax (512)730-6021

Client ID:  TX1380009 Date Collected: 09/16/2025 10:35 Drinking Water

Lab ID: Q2537762009 Date Received: 09/17/2025 09:05 Sample Type: SAMPLE
Sample ID: 2516514 Location: FINISHED TAP
Project ID:  DRINKING WATER PROGRAM Facility: EP001

Sample Point: TRT-TAP

Pmmr Results  Units MRL LOD MCL DF Prepared By Analyzed By  Quaiifier

Mercury Total <0.00020° mg/L 0.00020 0.00020  0.002 1 09/30/2025 23:25 VR 09/30/2025 23:25 VR

Parameter Results  Units MRL LOD MCL DF Prepared By Analyzed By  Qualifier
Caloium Total 4.8 mglL 0200  0.0700 1 09/23/2025 09/20/2025 15:54
2

ML 09/29/2025 15:54 ML

-
Potassium Total 13.8 mgiL 0200  0.0700 1

Sodium Total 9.6 mg/. 0.200

Parameter Results  Units MRL LOD MCL DF Prepared By Analyzed By  Qualifier
Auminum Total <0.00500 mgi 0.00500 0.00200 1 08/23/2025 06:47

09/23/2025 06:47

Beryllium Total <0.00100 mg/L 00/23/2025 08:47
o

Chromium Total 0.00100 09/23/2025 06:47

<0.00100 mg/L

0.000400

Lead Total <0.00100 mg/L 0.000400 08/23/2025 06:47

Nickel Total <0.00100 mg/l. 09/23/2025 06:47
s i

Silver Total <0.00100 mg/L.

Zinc Total 0.015 mgiL. 0.00500 0.00200 1 FQ

Parameter Results  Units MRL LOD MCL DF Prepared By By  Qualifier
Total Hardness (as CaCO3) 228 mgil. 1 09/29/2025 17:47 cw 09/20/2025 17:47 cow N




. PWS_1380009_AC_20250916_Analysis Report
Environmental LCRA Environmental Laboratory Services
3505 Montopolis Drive

Labo_rabory Austin, TX 78744
Tvices Phone (512)730-6022

ution Lob Fax (512)730-6021

TX138000¢ Date Collected:

09/16/2025 10:35 Matrix:  Drinking Water
Lab; Q2537762008 Date Received:  09/17/2025 09:05 Sample Type: SAMPLE
Sample ID: 2519046 Location: FINISHED TAP
Project ID: DRINKING WATER PROGRAM Facility: EP001

Sample Point: TRT-TAP

Results  Units
0.00 mglL.

Parameter
Phenolphthalein Alkalinity

Analyzed
JQS  09/25/2025 15:

0.00 1 08/25/2025

Bicarbonate Alkalinity 137 mglL

4 = L
Total Alkalinity (CaCO3) 137 mgik

Pameter “Results  Units MRL LOD MCL DF Prepared By Analyzed By  Qualifier

Specific Conductance 845 umho/em 10.0 10.0 1 09/24/2025 16:00  JQS 08/24/2025 16:00 Jas

Parameter Results  Units MRL LOD MCL DF Prepared By Analyzed By  Quatfier
112 mgit CcL 09/18/2025 04:52

Nitrate (as N) 0.0446 mg/L

Parameter Results  Units MRL LOD MCL DF Prepared By Analyzed By  Qualifier

Total Dissolved Solids(TDS) 477 mglL 250 10.0 10 08/19/202509:29 NS 08/19/2025 08:29 JNS

PWS_1380009_AC_20250016_Analysis Report

i LCRA Environmental Laboratory Servi
Englrontglental " 3505 ycn&’pyoni“:??v‘i
abora ry ustin, TX 78744
) Phone (512)730-6022
Services Fax (512;73045021

ClientID:  TX1380008 Date Collected:  09/16/2025 10:35 Matrix: Drinking Water
LabID: Q2537762006 Date Received:  09/17/2025 09:05 Sample Type: SAMPLE
Sample ID: 2520626 Locatiol FINISHED TAP
ProjectID: DRINKING WATER PROGRAM Facil EP001

Sample Point: TRT-TAP

Prepared Analyzed
1 09/18/2025 11:24 APP 09/18/2026 11

Resuits  Units
<1.00 ug/l

<1.00 ug/lL 09/18/2025 14:24
g

Methiocarb <1.00 ug/l 1.00 0.500 1 09/18/2025 11:24

Parameter Resuits  Units MRL LOD MCL DF Prepared By Analyzed By  qualifier

Aldicarb Sulfoxide <0.500 ug/L 1.00 0.500 4 1 09/18/2025 11:24 APP 09/18/2025 11:24 APP

<1.00 ugl
09/18/2025 11:24

Carbofuran <0.500 ug/L 1.00 0.500 40 09/18/2025



PWS_1380009_AC_20250916_Analysis Report

V “. n-[n LCRA Environmental Laboratory Services
En o ental 3505 Montopotis Drive
Labﬂramry Austin, TX 78744
S TV i Phone (512)730-6022
5 oS Fax (512)730-8021
TholSolution Lob

ClientID:  TX1380009 Date Collscted:  09/16/2025 10:35 Matrix:  Drinking Water
LabiD: Q2537762005 Date Recsived:  09/17/2025 09:05 Sample Typs: SAMPLE
Sample il 2523052 Location:  FINISHED TAP
Project ID: DRINKING WATER PROGRAM Facilif EP0O1

Sample Point: TRT-TAP

Parameter

Results  Units MRL LOD MCL DF Pupad By
3.5-Dichlorobenzolc acid

Analyzed By  Qualifier
<1.25 ugll. 1.25 09/18/2025 11:52

Dichlorprop <250 uglL
_— O

09/18/2025 11:52 09/19/2025 02:45 FO N

<0.625 ug/l. 0.625 0.313 1 09/18/2025 11:52 AMB 09/19/2025 02:45 FO N
o 3 Ve 5 o o

AMB 08/19/2025 02:45

Parameter Units Recovery Control Limits %

DCPA (S) % 20.3 70-130

F Results  Units MRL LOD MCL DF Prepared By Anal By
Picioram 0.480 uglt 250 0.100 500 1 09/24/2025 15:15 APP 09/25/2025 03:23 FO J

Units Recovery Control Limits % Qualifier

DCPA (8) % 983 70-130
o

P Resuits  Units MRL LOD MCL DF Prepared By
Dalapon <1.00 ug/t. 2.50 1.00 200 1 09/18/2025 11:52 AMB

<0.0400 ug/l 0250 . 09/18/2025 1 09/19/2025 02:45 FO

Pentachlorophencl

Dinoseb <0.200 ugll 250 0.200 7 1 09/18/2025 11:52  AMB 08/19/2025 02:45 FO

%Spike )’
Parameter Units Recovery Control Limits % Qualifier
DCPA (S) % 99.3 70-130

/

/
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